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     SPANISH FORK CITY     

Spanish Fork City Public Works
40 South Main Street

Spanish Fork, UT 84660
Tel:  (801) 798-5000
Fax: (801) 798-5085
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"

HIGH 
PRESSURE

GAS MAIN

"

INSTALL 109' OF
(1) 6", (1) 3" & (4) 2"

SDR11 HDPE CONDUIT
INTO EXISTING 12" CASING

"

INSTALL 109'
OF 16" D.I. INTO

EXISTING 24"
PRESSURIZED

IRRIGATION
CASING

"

INSTALL 109' OF 20"
D.I. INTO EXISTING 30"
WATER CASING

"

397' OF PROPOSED 16"
D.I. PRESSURIZED
IRRIGATION MAIN

"

403' OF PROPOSED 
20" D.I. WATER MAIN

"

CONNECT TO EXISTING
WATER SERVICE WITH

A  2" STOP & WASTE VALVE

"

CONNECT TO EXISTING
 18" BUTTERFLY VALVE

"

EXISTING 2" LATERAL
TO BE ABANDONED

90.57

"

60' OF PROPOSED 12' STEEL
CASING (5/16" WALL THICKNESS)

 WITH (1) 6", (1) 3" & (4) 2" 
SDR11 HDPE CONDUITS

"

60' OF PROPOSED 24" STEEL CASING 
(1/2" WALL THICKNESS) WITH 16" D.I. 

PRESSURIZED IRRIGATION MAIN

"

60' OF PROPOSED 30" STEEL
CASING (1/2" WALL THICKNESS)

WITH 20" D.I. WATER MAIN

"

PLUG

"

PLUG

"

EXISTING PRV

"

PHONE
CABLE

"

LOCATE & PLUG
CONNECTION FOR
EXISTING 2" LATERAL

"

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

"

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

"

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

"

28' JACK &
BORE PIT

"

83' OF PROPOSED 
(1) 6", (1) 3" & (4) 2"

SDR11 HDPE CONDUIT

US
 6

"

PROPOSED 16" FLGxMJ
BUTTERFLY VALVE &

FLGxMJ ELBOW

"

PROPOSED 20" FLGxMJ
BUTTERFLY VALVE

"
PROPOSED 600 AMP 3 PHASE SECTIONALIZER
& COMMUNICATION DOG HOUSE TYPE MEDIUM
PEDESTAL, STUB 6" & (3) 2" CONDUITS INTO 
SECTIONALIZER, & 3" & (1) 2" CONDUITS INTO 
PEDESTAL (TYP)

"

28' OF PROPOSED 
(1) 6", (1) 3" & (4) 2"

SDR11 HDPE CONDUITS

"

28' OF PROPOSED 16" D.I. 
PRESSURIZED IRRIGATION MAIN

"

91' OF PROPOSED 
(1) 6", (1) 3" & (4) 2" 
SDR11 HDPE CONDUIT

"

28' OF 
PROPOSED 
20" D.I. 
WATER MAIN

"

PROPOSED 30X30X20" CMC CML STEEL TEE
6' OF PROPOSED 20" D.I. WATER MAIN
& 20" BUTTERFLY VALVE

"

27' OF PROPOSED 16" D.I. 
PRESSURIZED IRRIGATION MAIN

"

APPROXIMATELY 60' OF 2" 
POLYETHYLENE WATER SERVICE

"

PROPOSED
FIRE HYDRANT

"

SOIL SAMPLES TAKEN
15' FROM TRACK (TYP)

" PROPOSED 600 AMP 3 PHASE SECTIONALIZER
& COMMUNICATION DOG HOUSE TYPE MEDIUM
PEDESTAL, STUB 6" & (3) 2" CONDUITS INTO
SECTIONALIZER, & 3" & (1) 2" CONDUITS INTO
PEDESTAL (TYP)

"
SOIL SAMPLES TAKEN

15' FROM TRACK (TYP)

"

FLGxMJ ELBOW &
FLGxFLG TEE

"

PROPOSED
FIRE HYDRANT
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((( MANHOLE
WATER METER

COMMUNICATIONS
ELECTRIC

EXIST. PRESSURIZED IRRIGATION
PROP. PRESSURIZED IRRIGATION EXISTING WATER

PROPOSED WATER
——D

PROPOSED CASING
EXISTING FENCE
PROPERTY

EXISTING CASING

"

12.25" O.D.
12.00" I.D."

6.63" O.D.
5.27" I.D.

"
3.50" O.D.
2.84" I.D.

"

2.38" O.D.
1.93" I.D.

"

 "  

"

 

ELECTRIC AND COMMUNICATION CASING
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#

HIGH PRESSURE
GAS MAIN

#

INSTALL 109' OF 20" D.I.
INTO EXISTING 30"
WATER CASING

#

INSTALL 109' OF 16" D.I. INTO 
EXISTING 24" PRESSURIZED 
IRRIGATION CASING

#

INSTALL 109' OF (1) 6", (1) 3" & (4) 2"
SDR11 HDPE CONDUIT INTO EXISTING 
12" CASING SEE DETAIL ON PAGE 1

#

CONNECT TO EXISTING
18" BUTTERFLY VALVE

#

CONNECT TO EXSTING
WATER SERVICE WITH A
2" STOP & WASTE VALVE

#

EXISTING 2" LATERAL
TO BE ABANDONED

90.57°

#

APPROXIMATELY 60' OF 2" 
POLYETHYLENE WATER SERVICE

#

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

#

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

#

CUT & REMOVE
EXISTING CASINGS

FROM HERE NORTH

#

60' OF PROPOSED 12" STEEL
CASING (5/16" WALL THICKNESS)

WITH (1) 6", (1) 3" & (4) 2" 
SDR11 HDPE CONDUITS

#

PROPOSED
FIRE HYDRANT

#
FLGxMJ ELBOW &

FLGxFLG TEE

#

60' OF PROPOSED 24" STEEL CASING
(1/2" WALL THICKNESS) WITH 16" D.I. 
PRESSURIZED IRRIGATION MAIN

#

60' OF PROPOSED 30" STEEL
CASING (1/2" WALL THICKNESS)
WITH 20" D.I. WATER MAIN

#

28' JACK &
BORE PIT

US
 6

#

403' OF PROPOSED
20" D.I. WATER MAIN

#

91' OF PROPOSED 
(1) 6", (1) 3" & (4) 2"
SDR11 HDPE CONDUITS

#

27' OF PROPOSED 16" D.I.
PRESSURIZED IRRIGATION MAIN

#

PROPOSED 30X30X20" CMC CML STEEL TEE
6' OF PROPOSED 10" D.I. WATER MAIN
& 20" BUTTERFLY VALVE

#
PHONE
CABLE

#

PROPOSED 20"
FLGxMJ BUTTERFLY

VALVE

#

PROPOSED 16" FLGxMJ
BUTTERFLY VALVE &
FLGxMJ ELBOW

#

397' OF PROPOSED 16" D.I.
PRESSURIZED IRRIGATION MAIN

#
PROPOSED 600 AMP 3 PHASE 
SECTIONALIZER & COMMUNICATION 
DOG HOUSE TYPE MEDIUM PEDESTAL, 
STUB 6" & (3) 2" CONDUITS INTO 
SECTIONALIZER, & 3" & (1) 2" CONDUITS
INTO PEDESTAL (TYP)

# PROPOSED 600 AMP 3 PHASE
SECTIONALIZER & COMMUNICATION
DOG HOUSE TYPE MEDIUM PEDESTAL,
STUB 6" & (3) 2" CONDUITS INTO
SECTIONALIZER, & 3" & (1) 2" CONDUITS
INTO PEDESTAL (TYP)

#

83' OF PROPOSED 
(1) 6", (1) 3" & (4) 2"
SDR11 HDPE CONDUIT

#

EXISTING PRV

#

28' OF PROPOSED 
(1) 6", (1) 3" & (4) 2" 
SDR11 HDPE CONDUIT

#

28' OF 
PROPOSED 
20" D.I. 
WATER MAIN

#

28' OF PROPOSED 16" D.I. 
PRESSURIZED IRRIGATION MAIN

#

SOIL SAMPLES TAKEN 15' FROM TRACK (TYP)
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((( MANHOLE
WATER METER

COMMUNICATIONS
ELECTRIC

EXIST. PRESSURIZED IRRIGATION
PROP. PRESSURIZED IRRIGATION EXISTING WATER

PROPOSED WATER
——D

PROPOSED CASING
EXISTING FENCE
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RAILROAD TRACKS

"

EXISTING 30" CASING

"

EXISTING 24" CASING

"

EXISTING 12" CASING

"

PROPOSED 30" CASING
(1/2" WALL THICKNESS)

"

PROPOSED 12" CASING
(5/8" WALL THICKNESS)

"

PROPOSED 24" CASING
(1/2" WALL THICKNESS)

EXISTING GROUND

PROPERTY
EXISTING CASING
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