
NOTES:
1. 14 GUAGE SOLID THIN COPPER WIRE SHALL BE INSTALLED THE ENTIRE LENGTH OF EACH STUBBED CONDUIT.

2. CONDUIT COMING INTO ANY TRANSFORMER MUST HAVE A PVC COUPLING, ADAPTER, OR AN INSULATING BUSHING.

3. GROUND SLEEVE FOR 167.5 KVA TRANSFORMER OR LESS SHALL BE NORDIC CBP-37-43-15AB-2 OR APPROVED EQUIVALENT.

4. GROUND LEVEL INSIDE THE GROUND SLEEVE IS THE BOTTOM OF THE GROUND SLEEVE.

5. ALL SECONDARY CABLE TO BE URD SELF-HEALING TYPE.

6. PULL ROPE MUST BE SECURELY TIED TO THE GROUND SLEEVE OR CONDUIT.
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