
NOTES:
1. CONTRACTOR SHALL PROVIDE SCHEDULE 40 PVC CONDUIT AND MATERIALS FOR STANDOFF ASSEMBLIES ABOVE THE RIGID METAL SECTION

OF THE RISER TO THE CITY FOR INSTALLATION.

2. FOR RISERS WHERE THE CONTRACTOR IS REQUIRED TO PULL LOW VOLTAGE CABLE (120/240 VOLT, 3 OR 4 WIRE) ENOUGH WIRE SHALL

EXTEND FROM THE CONDUIT FOR THE CITY TO ATTACH IT TO THE 2' DRIP LOOP AT TOP OF POLE.

3. FIBERGLASS CONDUITS AND FIBERGLASS "ELBOWS" ARE NOT PERMITTED ON ANY RISER POLE APPLICATION UNLESS OTHERWISE APPROVED.

4. CROSS-HATCHED CONDUITS SHALL BE ANTI-CORROSION TAPED, RIGID METAL CONDUITS.
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